INSPECTION
LABORATORY

(‘;BEAFODD

REPORT OF DRINKING WATER

No : 211-120319
Applicant : VILLA KEDIS
GANG SUKU SUKU 1, CANGGU
Kind of Sample : BEFORE TREATMENT
Date Received : March 12, 2019
Date of Testing : March 13, 2019
Sample Submitted by : PT. Seafood Inspection Laboratory's Inspector
Method Reference  Water Analysis System "Pharo 300" Spectroquant UV/VIS
* ADAC Official Method 2005, 974.27, Chapter 11, Page 16, Point 11.1.26 Cadmium,
Chromium, Copper, Iron, Lead, Magnesium, Manganese, Silver, and Zinc in Water
: Atomic Absorption Sp h try [AAS)
: Mercury Analyzer
; Colorimetry
¢ Brucine
: PERMENKES No, 492/MENKES/PER/IV/2010 : Persyaratan Kualitas Air Minum
Parameters
No Symbol Unit Max Limit Result
Chemical Anorganic
1 [Arsenic As mg/L 0.01 0
2 |Fluoride F mg/L 1.5 149
3 |Chromate Vi Cr mg/L 0.05 <0.010
4 |Cadmium®* cd mg/L 0.003 <0.001
5 |Nitrite (N-NO,)* NO;” mg/L 3 0.002
6 |Nitrate (N-NO3)* NOy” mg/L 50 0.234
7 |Cyanide CN mg/L 0.07 0.0127
8 |Aluminum Al mg/L 0.2 0.085
9 |iron Fe mg/L 03 0.160
10 |Chloride cr mg/L 250 127
11 |Manganese Mn mg/L 0.4 0.011
12 |Zinc Zn mg/L 3 0.1
13 |Sulfate 50,5 mg/L 250 121
14 |Copper Cu mg/L 2 =0.020
15 |Ammonium NH," mg/L 1.5 0.058
16 |Mercury* Hg mg/L 0.001 <0.0005
17 |Nickel Ni mg/L 0.07 0.1
18 |Lead* Pb mg/L 0.01 <0.0036
19 |pH 6.5-8.5 6.7
20 |Chlorine cl, mg/L 5 0.059
21 |Selenium* Se mg/L 0.01 <0.0006
Remarks : The test results valid for pl ived at the lab
*) This was sub ted in Lab fum Keseh Provinsl Ball No. 1226

Do not reproduce this report, except in full, without written app
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Respectfully issued by PT. Seafood Inspection Laboratory,

ai Pesanggaran, Istana Regency Commercial Site Block S No 6 Denpasar 80222, Bali, Indonesia
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REPORT OF DRINKING WATER

No 1 21-120319
Applicant : VILLA KEDIS
GANG SUKU SUKU 1, CANGGU

Kind of Sample : BEFORE TREATMENT
Date Received : March 12, 2019
Date of Testing . March 12, 2019
Sample Submitted by : PT. Seafood Inspection Laboratory's Inspector
Method Reference : Water Analysis System "Pharo 300" Spectroquant UV/VIS
: WI-33/BASIL-201 Total Dissolved Solid {Conductance)
: WI-18/BASIL-201 Hardness
: WI-34/BASIL-201 Temperature (Expansion)
¢ WI-36/BASIL-201 Turbidity (Turbidimetry)
+ PERMENKES No, 492/MENKES/PER/IV/2010 : Persyaratan Kualitas Air Minum
Parameters
No Symbol Unit Max Limit Result
Physical
1 |Hardness* - mg/L 500 445
2 |Total Dissolved Solid - mg/L 500 554
3 |Temperature . C 30:3 311
4 |Turbidity - NTU 5 0
5 |Color*® - TCU 15 <1
Remarks : The test results valid for pl ived at the lak Y

“C: Degree Celcius

NTU: Nephelometric Turbidity Unit

TCU: True Color Unit

*|These denotes the test are outside of scope accredited

Do not reproduce this report, except in full, without written approval of the laboratory
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Bali, 13 March 2019
Respectfully issued by PT. Seafood Inspection Laboratory,

By Pass Ngurah Rai Pesanggaran, Istana Regency Commercial Site Block § No 6 Denpasar 80222, Bali, Indonesia
Telp. +62 361 126206
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vV

ot
Homite Akroditacl Nasional
Lanortonum Pengujil
LP — 870 - IDH

REPORT OF DRINKING WATER

: 21-120319
* VILLA KEDIS

GANG SUKU SUKU 1, CANGGU

; BEFORE TREATMENT
: March 12, 2019
: March 13, 2019

Sample Submitted by : PT. Seafood Inspection Laboratory's Inspector
Method Reference : BASILSW-01/205/15 Sensory Evaluation for Water (Organoleptic)
: PERMENKES No. 432/MENKES/PER/IV/2010 : Persyaratan Kualitas Air Minum
Parameters
No Symbol Unit Max Limit Result
Organoleptic
1 [Flavor = = No Flavor No Flavor
2 |Odor - No Odor No Odor

Remarks : The test results valid for samples received at the laboratory

Do not reproduce this report, except in full, without written approval of the laboratory

Bali, 13 March 2019

Respectfully issued by PT. Seafood Inspection Laboratory,

LT T T T End Df Repor‘t HERERAAdIESRARERITERAS

Head of Laborator\r
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By Pass Ngurah Rai Pesanggaran, Istana Regency Commercial Site Block § No 6 Denpasar 80222, Bali, Indonesia

Telp. +062 361 126206
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REPORT OF MICROBIOLOGICAL TEST

No : 21-120319
Applicant : VILLA KEDIS
GANG SUKU SUKU 1, CANGGU

Kind of Sample : BEFORE TREATMENT

Date Received : March 12, 2019

Date of Testing : March 12, 2019

Sample Submitted by . PT. Seafood Inspection Labaratory's Inspector

Method Reference : ADAC Officlal Method 991,14, Chapter 17, Page 32, Point 17.3.04 Coliform and E. coli

: PERMENKES No. 492/MENKES/PER/IV/2010 : Persyaratan Kualitas Air Minum
No Parameters Testing Standard Result Unit
1 E. coli 0 0 CFU/ml
2 Coliform 0 0 CFU/mi
Remarks : The test results valid for sampl ived at the laboratory

Do not reproduce this report, except in full, without written approval of the laboratory
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Bali, 13 March 2019
Respectfully issued by PT. Seafood Inspection Laboratory,

Head of Laboratory

By Pass Ngurah Rai Pesanggaran, Istana Regency Commercial Site Block § No 6 Denpasar 80222, Bali, Indonesia

Telp. +62 361 128206
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INSPECTION
LABORATORY
REPORT OF DRINKING WATER
No + 21-120319
Applicant : VILLA KEDIS
GANG SUKU SUKU 1, CANGGU
Kind of Sample : AFTER TREATMENT
Date Received : March 12, 2019
Date of Testing : March 13, 2019
Sample Submitted by : PT. Seafood Inspection Laboratory's Inspector
Method Reference * Water Analysis System “Pharo 300" Spectroguant UV/VIS
* ADAC Official Method 2005, 974.27, Chapter 11, Page 16, Point 11.1.26 Cadmium,
Chromium, Copper, Iron, Lead, Magnesium, Manganese, Sitver, and Zinc in Water
: Atomic Absorption Spectrophotometry (AAS)
« Mercury Analyzer
- Colorimetry
: Brucine
: PERMENKES No. 492/MENKES/PER/IV/2010 : Persyaratan Kualitas Air Minum
Parameters
No Symbol Unit Max Limit Result
Chemical Anorganic
1 |Arsenic As mg/L 0.01 0
2 |Fluoride F mg/L 1.5 1.50
3 |Chromate Vi Cr mg/L 0.05 <0.010
4 |Cadmium®* cd mg/L 0.003 <0.001
5 [Nitrite {N-NO;)* NO; mg/L 3 0.039
6 |Nitrate (N-NO;)* NOs™ mg/L 50 0.167
7 |Cyanide CN mg/L 0.07 0.0104
8 |Aluminum Al mg/L 0.2 0.078
9 lron Fe me/L 0.3 0.016
10 |Chloride cr mg/L 250 124
11 |Manganese Mn mg/L 0.4 <0.010
12 |Zinc Zn mg/L 3 0.06
13 |[Sulfate 50," mg/L 250 102
14 |[Copper Cu mg/L 2 <0.020
15 |Ammonium NH," mg/L 1.5 0.030
16 |Mercury* Hg mg/L 0.001 <0.0005
17 |Nickel Ni mg/L 0.07 <0.02
18 |Lead* Ph mg/L 0.01 <0.0036
19 |pH 6.5-8.5 6.9
20 |Chlerine cly mg/L 5 0.047
21 [Selenium* Se mg/L 0.01 <{.0006
Remarks : The test results valid for samples received at the lab
*) This d par was suk ted in Lab i h Provinsi Bali No. 1226

Do not reproduce this report, except in full, without written approval of the laboratory
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Bali, 23 March 2019
Respectfully issued by PT. Seafood Inspection Laboratory,

Head of Laboratory
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REPORT OF DRINKING WATER

No : 21-120319
Applicant . VILLA KEDIS

GANG SUKU SUKU 1, CANGGU
Kind of Sample : AFTER TREATMENT

: March 12, 2019
+ March 12, 2019

Date Received
Date of Testing

Sample Submitted by : PT. Seafood Inspection Laboratory's Inspector
Method Reference : Water Analysis System "Pharo 300" Spectroquant UV/VIS
: WI-33/BASIL-201 Total Dissolved Salid (Conductance)
: WI-18/BASIL-201 Hardness
: WI-34/BASIL-201 Temperature (Expansion)
: WI-36/BASIL-201 Turbidity (Turbidimetry)
: PERMENKES No. 492/MENKES/PER/IV/2010 : Persyaratan Kualitas Air Minum
Parameters
No Symbol Unit Max Limit Result
Physical
1 |Hardness* - mg/L 500 445
2 |Total Dissolved Salid - mg/L 500 575
3 |Temperature - C 3043 30.2
4 |Turbidity - NTU 5 0
5 |Color* - TCU 15 <1

Remarks : The test results valid for samples received at the laboratory

"C: Degree Celcius

NTU: Nephelometric Turbidity Unit

TCU: True Color Unit

*JThese d the test are outside of scope accredited

Do not reproduce this report, except in full, without written approval of the laboratory
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Bali, 13 March 2019
Respectfully issued by PT. Seafood Inspection Laboratory,

Headlof Laboratory
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By Pass Ngurah Rai Pesanggaran, Istana Regency Commercial Site Block S No 6 Denpasar 80222, Bali, Indonesia
Telp. +62 361 728200
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REPORT OF DRINKING WATER
No 1 21-120319
Applicant  VILLA KEDIS
GANG SUKU SUKU 1, CANGGU
Kind of Sample : AFTER TREATMENT
Date Received : March 12, 2019
Date of Testing : March 13, 2019
Sample Submitted by : PT. Seafood Inspection Laboratory's Inspector
Method Reference : BASILSW-01/205/15 Sensory Evaluation for Water {Organoleptic)
: PERMENKES No. 492 /MENKES/PER/IV/2010 : Persyaratan Kualitas Air Minum
Parameters
No Symbol Unit Max Limit Result
Organoleptic
1 [Flavor - & No Flavor No Flavor
2 |Odor - # No Odor No Odor
Remarks : The test results valid for les received at the laboratory

Do not reproduce this report, except in full, without written approval of the laboratory
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Bali, 13 March 2019
Respectfully issued by PT. Seafood Inspection Laboratory,

Head of Laboratory

By Pass Ngurah Rai Pesanggaran, Istana Regency Commercial Site Block S No 6 Denpasar 80222, Bali, Indonesia
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